WELDED GALVANIZED STEEL 3' x 5" ALUMINUM, SINGLE LEAF
LADDER PER WISHA CHANNEL FRAME DOOR, DRAIN
TO SUMP WITH 1-1/2" PIPE

1-1/2" FRAME DRAIN-BRASS
IN CONCRETE, PVC IN VAULT.
PRECAST CONCRETE COLLAR ATTACH TO VAULT WITH
STAINLESS STEEL HARDWARE.
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NOTES:

1. 8" PRV STATION SHOWN. 6" PRV STATION IS IDENTICAL EXCEPT THE UPSTREAM
AND DOWNSTREAM PIPING, FITTINGS, AND VALVES ARE 6".

2. PAINT ALL EXPOSED PIPING AND FITTINGS WITHIN VAULT AND ABOVE GRADE.
3. ALL VALVES INSIDE VAULT TO HAVE HAND WHEEL OPERATORS.

APPROVED: SCOTT THOMASSON STANDARD DETAILS

6" AND 8" PRV STATION

) 2
E,\',}j SECTION
2

REV. DATE: NOV. 01, 2005

WATER/WASTEWATER DIVISION

FILE [SD709A.06N|[DRAWING NO.| 709A




